
10mm

1. Strip cable back by 10mm

TO INSERT CABLE

TO RELEASE CABLE

3. Insert cable

2. Push orange button fully in

1. Push orange button fully in

2. Retract cable

Connections showing the insertion of the
UE-1 Standard-14 fuses and shorting terminals
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Direction of Current

P1

P1

P1

P1

S1 S2

S1 S2

S1 S2

S2 terminals are 
now commoned 
to EARTH. This 
means you do not 
need to earth the 
current 
transformers

OUT
IN

Voltage  connections

Current connections Coms connections


